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DRAWING 1 NOTES:

1. INSTALL TWO (2) LAYERS 2" TYPE X GYPSUM BOARD.
PROVIDE PROTECTIVE TRIM AT EXPOSED EDGES. FINISH
AND SEAL WITH UL—RATED 2—HOUR FIRE CAULK.

. REMOVE AND DISPOSE OF EXISTING CHAIN—LINK CAGE
AND STEEL FRAME. CONSTRUCT NON—-LOAD BEARING

GYPSUM BOARD WALL. GALVANIZED STEEL FRAMING, 2~
TYPE X GYPSUM BOARD BOTH SIDES, CONSTRUCTED AND
H H FINISHED ACCORDING TO THE SPECIFICATIONS.

S. EXISTING ADDRESSABLE ANALOG SMOKE DETECTOR. VERIFY
OPERATION SO THAT DETECTION OF SMOKE IN THE
ELEVATOR EQUIPMENT ROOM INITIATES RECALL FOR THE
FREIGHT ELEVATOR.

. REMOVE AND DISPOSE OF NON—FUNCTIONAL LIGHT
FIXTURE. REUSE EXISTING FUNCTIONAL LIGHT FIXTURE IN

H CURRENT LOCATION. PROVIDE AND INSTALL NEW 3" LONG

010

2—BULB COMMERCIAL LIGHT FIXTURE SIMILAR TO EXISTING.
2 REWIRE LIGHT FIXTURES TO A NEW CIRCUIT THAT

REMOVE AND DISPOSE
OF EXISTING CAGE. —-
.

COMPLIES WITH THE NEC. INSTALL NEW WALL SWITCH TO
CONTROL LIGHTS OPERATION AS SHOWN.

THROUGH WALL 12”7 X 127 AIR VENTS WITH FIRE
DAMPERS. INSTALL VENTS AS HIGH ON THE WALLS AS

PROVIDE AND INSTALL NEW
3,

2—BULBFLUORESCENT

LIGHT FIXTURE.

REUSE EXISTIN

: FIXTURE

PRACTICAL; TOPS OF VENTS APPROXIMATELY 6 ABOVE
FLOOR LEVEL. FIRE DAMPERS SHALL CLOSE UPON
DETECTION OF SMOKE.

. INSTALL 1—-3/4" HOLLOW CORE METAL DOOR, 36" X 787,

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot

16

one eighth inch = one foot
4

WITH CLOSER AND MORTISE LATCHING MECHANISM AS

REQUIRED BY THE SPECIFICATIONS. DOOR AND FRAME

SHALL BE UL—FIRE RATED AND LABELED FOR 1-—-1/2

HOURS. DOOR OPERATION SHALL COMPLY WITH NFPA

] REQUIREMENTS.

7. EXISTING TWO PLUG OUTLET CEILING MOUNTED AT THIS
LOCATION. REMOVE AND DISPOSE OF OUTLET, WIRING,
AND CONDUIT BACK TO SWITCH PANEL. CAP ALL
OPENINGS IN SWITCH BOX TO COMPLY WITH NEC.

. EXISTING EQUIPMENT DISCONNECT SWITCH MOUNTED ON
WIRE CAGE AT THIS LOCATION. REMOVE, PRESERVE, AND
REINSTALL ON NEW WALL, SAME LOCATION.

~——APPROX 7'—9"——

APPROX 18"

\

/1.7\ DEMOLITION._ PLAN
\G4/SCALE: }7 = 1’

\I\ GENERAL NOTES:
1. CONSTRUCT WALL TO THE CONCRETE DECK ABOVE.
HEIGHT TO DECK VARIES FROM 7’ — 9. SEAL ALL EDGES
AND PENETRATIONS WITH UL—RATED 2—HOUR FIRE CAULK.
2. WALL DIMENSIONS PROVIDED ARE APPROXIMATE.
CONSTRUCT WALL TO PROVIDE A MINIMUM OF 4’
CLEARANCE AROUND EQUIPMENT, WHERE PRACTICAL.

m CONSTRUCTION PLAN
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2.1\ INSTALL SMOKE DETECTORS
\G4/ SCALE: %" = 1’

BASEMENT FLOOR PLAN

2.0\ INSTALL SMOKE DETECTORS,
\G4/ SCALE: &7 = 1’

RADIOLOGY WAITING AREA — OMAHA
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